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. ALL ELECTRICAL EQUIPMENT SHALL BE INSTALLED IN

CONFORMANCE WITH NFPA 70 — NATIONAL ELECTRICAL CODE
(NEC) MOST CURRENT ISSUE IN FORCE, THE RESPECTIVE
EQUIPMENT MANUFACTURER'S DIRECTIONS AND ALL OTHER
APPLICABLE LOCAL CODES, LAWS, ORDINANCES, AND
REQUIREMENTS IN FORCE. ANY INSTALLATIONS WHICH VOID
THE U.L. LISTING, ETL USTING (OR OTHER THIRD PARTY
LISTING) AND/OR THE MANUFACTURER'S WARRANTY OF A
DEVICE WILL NOT BE PERMITTED.

. CONTRACTOR SHALL COORDINATE WORK AND ANY POWER

OUTAGES WITH THE RESPECTIVE FACILITY OWNER PERSONNEL
AND THE AIRPORT MANAGER.

. COLOR CODE PHASE AND NEUTRAL CONDUCTOR {INSULATION

FOR NO. 6 AWG OR SMALLER. PROVIDE COLORED
INSULATION OR COLORED MARKING TAPE FOR PHASE AND
NEUTRAL CONDUCTORS FOR NO. 4 AWG AND LARGER.
INSULATED GROUND CONDUCTORS SHALL HAVE GREEN
COLORED INSULATION FOR ALL CONDUCTOR AWG AND/OR
KCMIL TO COMPLY WITH NEC 250.119. NEUTRAL
CONDUCTORS SHALL HAVE WHITE COLORED INSULATION FOR
NO. 6 AWG AND SMALLER TO MEET THE REQUIREMENTS OF
NEC 200.6. STANDARD COLORS FOR POWER WIRING AND
BRANCH CIRCUITS SHALL BE AS FOLLOWS:

120/240 VAC, 1 PHASE, 3 WIR

PHASE A BLACK
PHASE B RED
NEUTRAL WHITE
GROUND GREEN

. ALL ENCLOSURES RATED NEMA 4, 4X SHALL HAVE

WATERTIGHT HUBS AT CONDUIT ENTRANCES U.L. LISTED NEMA
4, 4X FOR THE RESPECTIVE ENCLOSURE, TO MAINTAIN THE
NEMA 4, 4X RATING.

. SEE RESPECTIVE SITE PLANS FOR SITE LEGEND INFORMATION,
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